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Installation Instructions for non-switch start systems

Isolate Mains supply to all fittings before any

Work can commence.

1.Remove the T8/T12 Fluorescent tube.

2.Expose all wiring systems in place in order to commence
conversion.

3.Connect starter holder with (safety fuse inserted),across the
lamp holders at either end.See diagram below.

4.Disconnect the capacitor, take the live lead from ballast and
insert directly to one end of the lamp holder bypassing the
ballast (choke) altogether.

5. From the other end of the lamp holder take the lead from the
neutral and insert into the lamp holder position.See diagram
below.
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6. The lighting control devices does not rely on the lighting shell
to prevent electric shock.

7. Type of thermally protection: non—-newable, non-resetting type
thermal link.

8. Product parameter
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Emnmm:m“m:m:-m electronic ballast is
disconnected when used in an electronic fitting

Note Some Fittings may vary, if unsure please contact us
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